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In this work, we propose an approach to maximize the economic benefit of  BTM 
energy storage for TOU management while providing power factor correction.

This approach is best suited for large commercial or industrial customers who are 
often billed for their high peak demand and penalized for their low power factors.
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Methodology

In the proposedapproach,an MIP problemis
formulatedto find the optimalcharge/discharge
powers that minimize the monthly electricity
bills while correctingthe power factor of the
customers.

Theconstraintsof thisprobleminclude:

Å Energy storage constraints: stateof
chargeconstraints.

Å Inverter constraints: charge/discharge
power constraint, inverterõsreactive
power constraint,output power factor
constraint.

The problem is then transformedto a Linear
Programming(LP) problem using a Minmax
technique.
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Formulation4

Objective Function:

Minimax Technique:

StorageConstraints:

Inverter Constraints:

Linearize



Case Studies5

Case 1: TOU management without power factor correction

Case 2: TOU management with power factor correction

ÅAn industrialcustomerin New Mexicois

considered: a water treatment facility

(300kW peakload)with 100kW PV.

ÅFixedenergyrate and TOU demandrate

areapplied.

ÅPenaltyis appliedfor power factor lower

than0.9
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Case I - TOU management without power 
factor correction6

Sensitivity of cost to ESSõs size

Net load during Feb 2016

ÅOptimal size: 200kW/1MWh.

ÅTotal saving: $30k (16.8%)

ÅPeak demands have been 

shifted to off  peak hours.



Case II - TOU management with power factor 
correction7

Real and reactive power profile in Feb 2016 assuming 200kW/1MWh ESS

Power factor profile in Feb 2016 assuming 200kW/1MWh ESS


